Abstract-A novel technique for loss of mains (LOM) detection using phasor measurement unit (PMU) data is described in this paper. The technique, known as the peak ratio analysis method (PRAM), improves both sensitivity and stability of LOM protection when compared with prevailing techniques. The technique is based on a rate of change of frequency (ROCOF) measurement from M-class PMUs, but the key novelty of the method lies in the fact that it employs a new "peak-ratio" analysis of the measured ROCOF waveform during any frequency disturbance to determine whether the potentially-islanded element of the network is grid connected or not. The proposed technique is described and several examples of its operation are compared with three competing LOM protection methods that have all been widely used by industry and/or reported in the literature: standard ROCOF phase offset relay and phase angle difference methods. It is shown that the PRAM technique exhibits comparable performance to the others, and in many cases improves upon their abilities, in particular for systems where the inertia of the main power system is reduced, which may arise in future systems with increased penetrations of renewable generation and high voltage dc (HVDC) infeeds.
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I. INTRODUCTION

L
OM OCCURS when part of the utility network containing DG is disconnected from the remainder of the system. In some cases, DG can be capable of supplying loads within an island and the islanded system can remain stable. However, safety issues arise if LOM persists and islanded operation is not permitted in the majority of utility systems throughout the world. Wide area measurements using synchronized phasor measurements, which are beginning to play an increasing role in monitoring and control in transmission networks [1] , may offer opportunities to improve the performance of LOM protection in distribution networks, but may require some form of communications. Detecting LOM will become increasingly important in the future as ever-increasing amounts of DG will be connected to increase renewable energy sources, reduce emissions and power transmission, and distribution losses [2] , [3] .
Commonly-adopted LOM detection methods include ROCOF and VS, both of which are relatively sensitive to genuine islanding events. However, incorrect operation of LOM protection may arise during major non-LOM disturbances on the system [4] . Alternative techniques for LOM protection have been proposed by other researchers and these include detection based on rate of change of voltage [5] , vector surge techniques [6] , and harmonic impedance estimation methods [7] . Active techniques have also been proposed, which involve injecting signals to the network and observing responses [8] ; however, these may adversely affect power quality. The method outlined in this paper is entirely passive and does not require communications.
The proposed method is very fast acting, highly sensitive, and stable to non-LOM transients. This paper focuses on analysis of the dynamic behavior of the ROCOF measurement during disturbances to enhance the operation of LOM protection.
PMUs are being increasingly deployed in many parts of the world as they can provide highly accurate voltage and current phasor measurements that can be used for many monitoring, control, and protection applications [9] , [10] . Frequency and ROCOF can be readily calculated by PMU devices. In 2011, the phasor measurement standard IEEE C37.118.1 (measurements) and C37.118.2 (data transfer) were published [11] , [12] . These standards define exacting requirements in terms of measurement performance during dynamic events and harmonic/interharmonic signal content. These standards define upper limits on filter window length, specified by latencies and response times. Measurement of frequency is based on the derivative of the measured phase angle with respect to time, and ROCOF requires a further differentiation of frequency.
These two differentiation stages make the measurement of ROCOF highly susceptible to instrumentation and sampling noise, and to interfering harmonic or interharmonic signals [13] , [14] . It has been identified by the IEEE synchrophasor working group WG-H11 and several other researchers that the measurement of ROCOF is extremely difficult to accomplish during these conditions. Furthermore, there is no standard governing the performance of traditional "ROCOF-based" relays and methods and performance varies widely between manufacturers. Only through careful filter design and use of long enough windows can ROCOF accuracy and noise/ripple be contained within acceptable levels. Therefore, the use of a PMU algorithm to measure ROCOF is justified even without using its synchrophasor, since it gives at least a minimum level of guaranteed and standardized performance. Recently, an amended standard, C37.118.1a [15] , has been published which increases the limit of ROCOF accuracy/noise/ripple during nominal conditions to between 0.1 and 0.4 Hz/s, reflecting the difficulty that some PMU devices have in making accurate ROCOF measurements.
Most actual M-class PMU devices can demonstrate lower accuracy/noise/ripple than 0.1 Hz/s during "normal" grid conditions (i.e., without excessive flicker/interharmonics, harmonics, or ROCOF events), but the possibility of excessive ROCOF measurement errors under transient conditions must always be considered. Accounting for knowledge of typical PMU behavior, two M-class PMUs with reporting rates ( f s ) of 50 Hz have been used in simulation to provide an appropriately accurate and timely ROCOF response to islanding events and other disturbances. Such PMUs have window lengths of approximately 5 and 6 cycles.
Another challenge associated with the use of PMUs is concerned with calculating phasors during system transients when the measuring window contains segments of waveforms both before and after the initiation of the transient event.
Commonly, it is suggested that such data (and calculated phasors) should be discarded and not used by any application [16] . However, this paper analyses these phasors (referred to as "fake" phasors in [16] ) during disturbances to extract information that can be used to execute more effective LOM protection. These fake phasors are calculated over a very short time period (dependent on the measuring window of the PMU) after the initiation of the system transient. The operation of DFT/FFT to estimate phasors during transient conditions is explained further in Section II of this paper.
The objective of this paper is to present the results of a detailed investigation into the performance of the proposed method in detecting LOM conditions, both in terms of sensitivity to a wide range of true LOM events and stability against non-LOM transients (short circuit faults, load changes, capacitor switching, and transformer inrush). The performance of PRAM is compared against the prevailing ROCOF technique, and also against two other techniques that have been reported in the literature as exhibiting improved performance over ROCOF, namely POR [17] and PAD [18] . It is important to note that the PRAM technique does not require communications or data from several PMUs-it is a local technique; although communications could of course be used to trip multiple generators in an area that is known to be islanded. Of the other techniques against which PRAM is compared, ROCOF and POR do not use communications, while PAD requires communications between a location taking a measurement from the main grid system and the local location that is measuring from the system that may become islanded.
Simulations using SimPowerSystems [19] are used to demonstrate and evaluate the performance of the PRAM method. Different active and reactive power transfers (in both directions) across the circuit breaker that is opened to create islanded conditions have been simulated prior to islanding to investigate sensitivity. Stability is investigated by applying single phase to ground, phase to phase, and three phase faults at various locations local to and at several increasingly remote locations from the measurement location. Furthermore, stability is also tested by applying step changes to the load (of varying magnitudes and in both directions-i.e., increasing and decreasing) being supplied by the DG and observing the response of the PRAM technique. Capacitor switching and transformer inrush events are also included to test for stability of the LOM techniques. All tests have been repeated using models of the aforementioned alternative techniques to enable comparative analysis of performance and quantifications of the improvements offered by PRAM over the other techniques to be defined.
The remainder of this paper is structured as follows. Section II describes the existing techniques (ROCOF, POR, and PAD) and the proposed PRAM algorithms. Sections III and IV present the power system used for testing and outlines the test procedures, while results of tests, analysis of the relative performances of all techniques and discussion of the observed results are included in Section V. The conclusion and an overview of on-going and future work are presented in Section VI.
II. LOM PROTECTION TECHNIQUES
A. Overview of ROCOF, POR, and PAD Algorithms
A sudden imbalance between generator input mechanical power and load will lead to a frequency change at the generator output. The equation of approximating the initial ROCOF in response to this is as follows:
where P is the change of active power output, f is system frequency, G is the nominal generator rating, and H is the inertia constant of the generator. ROCOF at a specific time k can be estimated as follows: NT represents the length of measuring window which includes N cycles (usually 2-40 cycles). A trip signal is initiated once a preset ROCOF threshold is violated. Current minimum setting recommended by National Grid 0.125 Hz/s in utility systems [20] . A time delay can be applied to enhance the stability of ROCOF, but this may be at the expense of sensitivity.
The POR method operates on a measurement of ROCOF at the DG location and a double integration function is triggered if ROCOF exceeds a predetermined setting (normally 0.2 Hz/s) [17] . Any detected phase offset is then accumulated till a violation of a threshold (normally 20 • ) is reported and a trip signal is issued. The main reported benefit of POR is that it is immune to any noise in the ROCOF measurement.
PAD, in summary, measures voltage angles from two locations to calculate a difference value [18] , and requires communications. A trip signal will be generated when the measured PAD exceeds a threshold value.
B. M-Class PMUs Used in Simulation
There is no uniform structure adopted for commercially available PMUs as several companies provide such offerings. However, the functional blocks of a typical PMU are generic, and can be found in [10] .
A high-level overview of a three-phase PMU algorithm is shown in [13] and its single-phase section is presented in Fig. 1 . Roscoe et al. [13] showed how a PMU is capable of calculating and reporting frequency and ROCOF.
Since most PMUs use a DFT/FFT to estimate the phasor, the time window applied to this estimation can dramatically affect the measurement of both frequency and ROCOF during system transients. As shown in Fig. 2 , the voltage waveform may experience severe amplitude and angle transients during system events. DFT/FFTs tend to estimate phasors based on an assumption that there is significant transients or discontinuities in the originally-sampled waveforms, which are normally measured over a moving window [21] . As already mentioned, the work reported here is based upon analyses of the ROCOF behavior of such fake phasors to improve LOM protection.
Two types of M-class PMUs, both of which were originally designed to comply with the standard, have been implemented within simulation. These are fixed-filter and adaptive-filter versions of the M-class PMU algorithm reported and tested in [22] . The version of PMU software used within this paper is also available publicly at [23] . In both cases, the M-class filters are configured to comply as far as possible with the reporting rate (F S ) 50 Hz requirements in C37.118.1. The FIR filter consists of four main boxcar filter stages which are cascaded. The lengths of each of the boxcar sections are 1, 1, 2, and 2 cycles, respectively [22] . Additionally, prior to the calculation of frequency, a further fifth boxcar stage of 0.5 cycles in duration is added. This also affects the ROCOF measurement.
1) Fixed-Filter PMU:
In this PMU, the boxcar filter lengths are fixed at times corresponding to multiples of the nominal frequency period, and the correlation waveform (quadrature oscillator, Fig. 1 ) is fixed at nominal frequency.
2) Adaptive Filter PMU: In this PMU, the boxcar filter lengths and correlation waveform are adaptive depending upon the measured fundamental frequency [22] . This type of PMU is "virtually ideal" in terms of its abilities to reject harmonics, cater for unbalance and in performing under off-nominal frequency conditions.
C. Tripping Logic and Peak-Ratio Algorithm
To achieve sensitivity to LOM when a 2.5% active power imbalance is experienced prior to islanding, it has been found, through experimentation, that PRAM using the PMUs must have a pick up threshold, based on analysis of measured ROCOF from the PMUs, of (no more than) 0.6 Hz/s for both PF and PV controls-this threshold may vary in different contexts-for example, according to DG capacity and system inertia constants and depending on the level of desired sensitivity. This threshold should not be set to too small as PRAM always trips under a large constant ROCOF caused by large generation/load changes, especially in future power system with much lower inertia. The setting of 0.6 Hz/s insures the stability when a 1.8 GW generation loss occurs at the smallest demand of 20 GVA in the U.K., assuming inertia reduction to 4 s in future. When the threshold is violated, the peak-ratio function is enabled and processes the measured ROCOF value from the PMU for a predetermined time period. Transient events such as switching or distant faults may cause fake phasor deviations to be generated for short times, even if the actual network frequency is not disturbed. This occurs when the transient event duration is shorter than the PMU measurement time window, because the time window includes pre-event, event, and post-event data. These fake phasors can include positive or negative ROCOF peaks. Following an actual event, in real-time, the event type is clearly unknown. Therefore, it is impossible to know, from the initial ROCOF values alone, whether they are indicative of a true network frequency deviation trend, or are the initial values in a series of fake phasors due to a transient event. Longer-term ROCOF values (covering the times of the second and third ROCOF peaks for example) can be used to provide a more complete picture of actual network behavior and event type.
The first peak is captured as illustrated in Fig. 3 and during the subsequent time period, the "peak recording time window" in Fig. 3 , a peak will be recorded whenever ROCOF experience a zero crossing, then the highest subsequent peak (in the positive or negative direction) following the zero crossing is recorded, with a final peak being recorded after the final zero crossing at the end of the peak recording time window.
The peak ratio of the ROCOF waveform is calculated as shown in the following:
Peaks A and Peaks B are calculated after the expiration of the analysis time window (e.g., 170 ms after triggering as shown in Fig. 3 ). As shown in Fig. 3 , the largest peak values in each of the polarities (Peak 2 and Peak 3 ) are recorded. Subsequently, Peaks A contains Peak 2 and all other peaks with the same polarity (in this case Peak 4 ). Peaks B contains Peak 3 and all other peaks with the same polarity (in this case Peak 1 ). If all ROCOF values that are calculated during the processing time period have the same sign, then Peaks B is defined as 0, the peak ratio is infinite, and the algorithm will always trip in such cases. In (3), the largest values of the various peaks reveal the information about the nature of the associated frequency deviation. The first main peak of the measured ROCOF value gives an indication of how much the frequency will deviate from nominal and the subsequent peak in the opposite direction after the zero crossing illustrates how much it will tend to return to nominal. The ratio of these elements is indicative to the overall severity of the frequency deviation. Non-LOM (e.g., switching or fault) events usually manifest as a rapid voltage phase-angle change at the point of measurement. This, from a measured ROCOF perspective, usually results in initial positive and negative ROCOF peaks of similar amplitudes, assuming that the overall "aggregate" network frequency does not change substantially due to the event. The opposite-sign ROCOF peaks are due to the finite measurement time window. However, for a genuine load-change, islanding, or loss-ofgeneration event, the perceived ROCOF will be a combination of the "switching" aspect previously described, combined with a more uni-directional frequency change due to the changed generation/load balance, further compounded by the complex action of generator governor and AVR actions, etc. which can cause (hopefully damped) oscillatory frequency effects. Therefore, during these events which correspond to genuine LOM events, the ratio of first to second (or second to third) ROCOF peaks moves away from equilibrium, toward a situation where the ROCOF peak on one side of zero can have a peak value significantly greater than the ROCOF peak of the opposite sign. In the extreme, an islanding event in which no governor action whatsoever takes place will have a very high and potentially "infinite" peak ratio. In some cases, only one very large first peak may be observed, if the switching effects happen to cause a ROCOF disturbance in the same direction as the real-frequency deviation. In other cases, there may be a small first peak caused by an initial fake phasor due to switching, which will then be dwarfed by the second peak as local frequency rapidly diverges from the initial value.
If both ROCOF and peak-ratio thresholds are violated, a tripping signal will be sent to isolate the DG (and potentially any other DGs that may be in the island). In all tests reported in this paper, it was found through experimentation that peak-ratio thresholds of 2.0 and 2.1 for the fixed-filter and adaptive PMU methods were the optimal to produce the best compromise between sensitivity and stability.
III. TEST SYSTEM
The simulations that underpin the work carried out so far have been performed using the SimPowerSystems blockset within MATLAB. The network modeled is based on an actual utility network and is illustrated in Fig. 4 . This network represents a section of a U.K. DNOs network that was previously employed in work carried out at the University of Strathclyde which resulted in publication of an engineering recommendation relating to the setting of LOM protection in the U.K. [24] . DG with a capacity of 30 MVA are directly connected synchronous generators with either PF (set to per unit) control or PV control (with three types of frequency and voltage droop combinations), connected to the 33 kV system. It is much easier to protect converter-interfaced DG using ROCOF or other frequency-based techniques as these are generally less stable under islanded conditions than synchronous DG [24] . Synchronous machines often present the "worst-case" challenge for detecting LOM conditions: accordingly, this is why they have been used in these studies. To characterize the grid connection (indicated as SOURCE in Fig. 4 ), synchronous generators with variable capacities and inertia are used to represent different "strengths" of grid connection to test the capability of the method under a variety of grid system conditions. All synchronous machine models use IEEE standard controllers [25] . The sampling rates of each of the two types of PMU used in the paper are set to 4 kHz. A model, that has been validated under previous work, of a commercially available ROCOF-based relay is used with typical settings of 0.14 Hz/s and time delay of 0. The model of the POR is configured to pick up at 0.2 Hz/s and has a 20 • phase offset setting. The PAD relay is set to operate when the PAD exceeds 10 • . ROCOF and POR are set to achieve similar sensitivity.
A range of scenarios have been simulated to investigate and compare the performance of PRAM against the other three methods.
1) Grid capacity of 5 GVA with inertia of 8 s and DG capacity of 30 MVA connected at B1 with PF control (set to per unit). 2) Grid capacity of 5 GVA with inertia of 8 s and DG capacity of 30 MVA connected at B1 with PV control. Three types of droops are applied on DG control system during sensitivity tests. Various tests have been conducted with frequency droops of the DG controller set to 20%, 5%, and 2% and voltage droops set to 50%, 10%, and 1%, respectively, to represent a passive, normal, and aggressive roles of control. 3) Grid capacity of 40 GVA (based on typical summer demand of the U.K.) with inertia of 8, 6, 5, or 4 s and DG capacity of 30 MVA connected at B1 with PV control. These types of arrangements are only applied in stability test in terms of very large load (more than 1 GW) switching events remote to distribution network. Several scenarios, representing a wide range of system conditions, have been created using the test network. In all stability tests, the DG is delivering output power of 90% of its capacity (27 MW). An additional scenario with a DG output of 30% of its capacity has been applied in sensitivity tests.
1) Tests of Sensitivity to Islanding Events:
Islanding events with different active power and reactive power imbalances between the DG generation output and local load demand prior to islanding. The imbalance is illustrated as a percentage difference between the power transferred through the interconnecting breaker (CB in Fig. 4) prior to islanding and the capacity of DG. [24] (labels in Fig. 4 ).
4) Tests of Stability During Large Remote System
Events: This is carried out via remote load switching (at SOURCE in Fig. 4 ) with magnitudes of 1, 1.3, 1.5, and 1.8 GW (the largest credible loss of load in the U.K.) [26] . The grid inertia is also varied during these tests to characterize future systems that may have reduced inertia compared to present systems due to increased use of renewables and high voltage dc (HVDC) imports.
5) Test of Stability During Capacitor Switching Events:
Capacitors are switched out at B2 corresponding to reactive power levels of 8.1 and 11 MVar; these values were chosen based on the prevailing reactive power consumption level of the network. 6) Test of Stability During Transformer Inrush: A threephase fault at B18 was applied and cleared. Subsequently, both transformers connected at B18 were switched in under no load conditions. A further test, using the example "three-phase saturable transformer" in SimPowerSystems [19] , has also been carried out using a 450 MVA transformer energized on a 500 kV network.
IV. TEST RESULTS
A. Sensitivity
These tests verify that ROCOF peak values are proportional to active and reactive power imbalances prior to islanding. The tests also reveal that the calculated peak ratios are almost constant and independent of the magnitude of pre-LOM imbalance. An example of the measured ROCOF curves for different active power imbalances is shown in Fig. 5 . Experiments to establish and compare the performance of the methods when a mix of active and reactive power imbalances are encountered will be carried out and reported in the future.
The ROCOF value estimated by the DFT within the PMU is relatively large in the time immediately following the transient. The peak recording time window must be set to be large enough so that the ROCOF trace corresponding to fake phasors is recorded-in this case 150 ms (7.5 cycles) is defined, Fig. 5 .
Measured ROCOF. 2.5%-10% active power imbalance prior to islanding (2% F droop and 1% V droop). as shown in Table I . The peak-ratio threshold is selected as 2 for PRAM I and 2.1 for PRAM II and these are typical settings selected for the tests in this network. The peak-ratio settings of 2 and 2.1 also ensure stability when a large constant 0.56 Hz/s is measured when 1.8 GW generation loss occurs at the smallest demand of 20 GVA in the U.K., assuming grid inertia reduced to 4 s in future. In this case, only three peaks is recorded (Peaks A = Peak 1 + Peak 3 , Peaks B = Peak 2 ) and the 0.56 Hz/s contributes to Peak 3 , and subsequently contributes to peak ratio. 20% and a voltage droop of 50%, as the frequency within the islanded network continues to drift from nominal for both scenarios during LOM events. For frequency droops of 5% and 2% and voltage droops of 10%, and 1%, frequencies settle quickly at new values (ROCOF returns to 0 rapidly when the frequency settles at its new value); this presents difficulties for angle-based ROCOF techniques in terms of being able to detect LOM under these conditions.
B. Stability
It has been observed that the use of alternative controllers in the model makes no appreciable difference to performance of the DG during the stability tests. Accordingly, PV control with a frequency droop of 5% and a voltage droop of 10% is used in all stability tests.
1) Single Phase to Earth Faults:
As shown in Table VI , PRAM and PAD remained stable during fault initiation, fault clearing, and single phase reclosing at all locations except for fault clearing and reclosing (PRAM rode through) at B7, which is also the case for POR and ROCOF-this is probably because B7 involves a very large fault current contribution from the grid, and therefore disturbs the grid source (which is modeled as a synchronous machine and not as an ideal source) more so than other faults. POR and ROCOF also trip for fault clearing operations at B14_B16 and ROCOF reacts incorrectly to fault initiation at B2 and at B8_B11.
2) Phase to Phase Fault: ROCOF is stable for the majority of faults, but trips at fault inception at locations B2 and B7 and at fault clearance at B7, B8_B11 as shown in Table VII . PRAM I trips when the fault at B7 is cleared, while PRAM II does not. This is due to the fact that the peak ratio estimated is very close to the threshold; furthermore, the reporting 3) Three Phase to Earth Fault: PRAM are stable for all scenarios except for fault initiation at location B7 and clearing at B8_B11 and B7 as shown in Table VIII . Fault clearing at B8_B11 resulted in a ROCOF of 1.38 Hz/s after the fake phasor period and the value oscillated slowly. To address this, a processing window of greater than 150 ms could be applied at the expense of a longer tripping time. PAD performs similarly to PRAM, but also suffers for fault inception at B2 and B8_B11. POR trips when faults are initiated at B2, B7, and B14_B16 and for fault clearance at B8_B11, B11_B13, B7, and B14_B16. ROCOF operates incorrectly for all except for fault inception at B14_B16 and clearing at B2 and B18.
4) Local Small Load Change: All relays can ride through every scenario except for POR, when the largest load of 28.59 MW is switched out or in.
5) Remote Large Load Change: As shown in Table IX , in this scenario, PRAM and PAD relay remain stable for the "worst" case, which is when grid inertia is 4 s and the largest load of 1.8 GW is switched out or in. POR remains stable for a 1.8 GW load change, but only when system inertia is higher than 6 s. ROCOF will trip for 1.8 GW load switching with system inertia of 6 s and suffers more when inertia drops further.
6) Capacitor Switching: All relays can ride through every scenario in this test. 7) Transformer Inrush: All relays can ride through every scenario in this test.
V. DISCUSSION
It is clear that PAD seems to be an "ideal" method as it is has a very small NDZ, and is relatively stable to load changes and fault events, except for three phase faults at certain locations. This is to be expected, as it directly monitors the PAD between that measured at the DG and that measured at a grid location. However, this comes at the expense of communications being required, and cost, availability, and reliability are all concerns. POR uses a local ROCOF measurement and requires no communications. It exhibits a relatively larger NDZ when the droops of the DG controller are set to be more aggressive (lower) and trips falsely during large load changes when compared to PRAM. As expected, ROCOF is sensitive and fast to trip during genuine islanding events, but suffers from stability problems during faults and load changes-particularly when system inertia is reduced. In the U.K., ROCOF settings of 1 Hz/s with a 500 ms time delay have been proposed for future application [20] . However, applying such settings will mean that the LOM protection will obviously be much less sensitive to real-islanding events, and while this could solve the stability problem, it will greatly decrease sensitivity and lead to much larger NDZs for detection of islanding conditions, which could be a potentially dangerous situation.
PRAM possesses a very small NDZ for both active and reactive power imbalances regardless of DG controller configuration. For reactive power imbalances, it is relatively more difficult to detect islanding. The peak ratios are always infinite, but a relatively smaller magnitude (when compared to purely active power) of ROCOF is experienced for reactive poweronly imbalances, so sensitivity is reduced; however, this also applies to ROCOF. A large reduction in DG active power output from 90% to 30% makes islanding detection marginally easier for all algorithms under active power imbalance conditions. Theoretically, the ROCOF level remains the same as all the parameters remain unchanged according to (1) . The marginal change in behavior of the algorithms may be due to slightly different transient stresses on the DG rotors during the islanding events. The reduction of DG output also makes islanding detection more difficult under reactive power imbalance conditions. The peak ratios remain infinite but an even smaller magnitude of ROCOF is experienced and this affects all algorithms.
The major benefit of PRAM is that it is more stable during large grid disturbances, even when system inertia is reduced. This could be a major benefit in the future.
VI. CONCLUSION
This paper has presented a description of a new antiislanding technique which analyses the dynamic behavior of the ROCOF measurement produced by PMUs during the following system transients. It exhibits high sensitivity to genuine islanding events and good levels of stability during fault, load change, capacitor switching, and transformer inrush including events where the grid system inertia is reduced, as may be the case in the future as the penetration of renewables increases. The operation of PRAM has been tested against three alternative techniques: 1) ROCOF; 2) POR; and 3) PAD. PRAM only requires local voltage measurements, so there is no need for communications.
Furthermore, the use of M-class PMUs for PRAM has benefits in terms of significantly reducing the risk of errors during off-nominal frequency conditions and when signals with harmonic content are being measured. To further increase the performance of PRAM, a greater number of averaging cycles may be added to the measurement window of the PMU-this will increase the magnitudes of the peak ratios and make it easier to detect islanding, particularly when reactive power is flowing prior to islanding, but perhaps at the expense of increased times of operation. Future work will concentrate on analyzing performance under different application scenarios (varying DG capacity and varying grid strength further) and on establishing rules for deriving setting thresholds (i.e., peak ratios) under different application scenarios. Increasing the sensitivity and reducing the NDZ, particularly where reactive power imbalances are encountered prior to islanding, is also an area of on-going and future activity.
